430 a8 P-103
3/4"HW
3w —P U omw
P-801 >
AT
4 7 V P-430
. YA 2"CW
1-1/2"HW Y _~ D] 34cw
P-430
I S 1-1/4"HW
P-720 " P-720
B> /| P-103 SIATHW P-430

e \ J
N p " N N > I
- P 2"CW
= | : s '\} 3/4"HW
‘] , " ‘ ;‘j\.‘b A 7 "
1-1/2"HW e 2°CW e

"/‘ d ) P-430 l P-720 il
2"CW < N \
P-430 3/4"CW »

Y 3/4"HW " N P-430
2'cw 3/4"CW \
OFFSET
- 3/4"HW DOMESTIC I\
P-7120 WATER PIPING.
2-1/2"CW
Rted] 3/4"CW
108 3/4"CW < )~ S
< < } I \-\
' 1"HW
P-801 OFFSET J; P-430
— 2'CW DOMESTIC 3/4"HW
WATER PIPING. i \ P.720
1-122"HW YA 2-1/2"CW A 3/4"CW
7 2K OFFSET COLD WATER
P-720 < ~ o PIPING. COORDINATE
N ~ \ WITH STRUCTURAL —— P.528
JZ"HW ? P-430 \
3/4"HW > /a9y
"“il. 34HW ey o508
2 > P720 © 430
/MW - 3/4"HW | p-310
OFFSET COLD WATER
P-430 PIPING. COORDINATE
‘i WITH STRUCTURAL
- 4
SN
2-1/2"CW P-502 2-1/2"CW
2"CW 3/4"CW
OFFSET HOT o
WATER
PIPING.
3/4"CW 1"RHW
CAPPED AND
VALVED FOR
P-103 FUTURE IN
GROUND FLOOR BALANCING
VALVE
2-1/2%
‘ REFER TO
SHEET P300
FOR DOMESTIC
WATER PIPING
IN MECHANICAL
ROOM
P-801 OFFSET HOT WATER PIPING.
COORDINATE WITH STRUCTURAL
OFFSET COLD WATER J 711
PIPING. COORDINATE -
WITH STRUCTURAL —— Q ‘
h)
OFFSET HOT WATER ‘}
PIPING.
COORDINATE WITH P-528
STRUCTURAL ————— /4
4" DOMESTIC <
WATER SIERVICE.
SEE CIVIL PLANS
FOR
CONTINUATION \
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1. ALL DOMESTIC WATER AND WASTE TO BE RUN IN CRAWLSPACE.
2. REFER TO PLUMBING CONNECTION SCHEDULE FOR BRANCH SIZE TAKE-
OFFS TO PLUMBING FIXTURES.
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